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Abstract
This paper studies the impact of wind farm operation with doubly-fed induction generator (DFIG) connected to grid from a
different point of view. Two configurations are investigated: i) grid and load alone, and ii) grid, load and wind farm. The
important characteristics such as voltage profile, load bus PV characteristic, active power losses, and also transient stability at
no load, full load and different fault conditions (three-phase symmetrical short circuit and one phase-to-ground short circuit)
are studied for connected and unconnected wind-farm operation. The simulation results show that the connection of a DFIG
improves the grid voltage stability. The reason is the capability of the DFIG to supply reactive power to the grid. The DFIG
harmonic problems are also analyzed and undesirable effects of rotor side converter on the system were presented. A suitable
filter is designed, analyzed and proposed for reduction of system THD.
Keywords: Doubly-Fed Induction Generator (DFIG), wind farm, transient stability, harmonic distortion
1 INTRODUCTION
As a result of conventional energy sources consumption and
increasing environmental concern, efforts have been made to
generate electricity from renewable sources, such as wind
energy sources. Institutional support on wind energy sources,
together with the wind energy potential and improvement of
wind energy conversion technology, has led to a fast
development of wind power generation in recent years.
Other reasons could be the fuel price but especially
environmental demands. The wind generation does not
pollute the surrounding areas and also does not produce
waste products.
To get the maximum possible power, the wind generator
speed should change according to the wind speed [1].
Generally the Wind turbines (WTs) can either operate at
fixed speed or variable speed. For a fixed speed wind turbine
the generator is directly connected to the electrical grid. The
rotor speed of the fixed-speed wind turbine is in principle
determined by a gearbox and the pole-pair number of the
generator. An impediment of the fixed speed Wind turbine is
that power quality of the output power is poor. For a variable
speed wind turbine equipped with a converter connected to
the stator of the generator, the generator could either be a
cage-bar induction generator, synchronous generator or
permanent-magnet synchronous generator. There are several
reasons for using variable-speed operation of wind turbines;
among those are possibilities to reduce stresses of the
mechanical structure, acoustic noise reduction and the
possibility to control active and reactive power [2].
An important type of variable speed wind turbine is wind
turbine with doubly-fed induction generator (WT-DFIG).
This means that the stator is directly connected to the grid
while the rotor winding is connected via slip rings to a
back-to-back converter (see Fig.1.A). Today, doubly-fed
induction generators are commonly used by the wind turbine
industries for larger wind turbines [3]. The major advantage
of the DFIG, which has made it popular, is that the power
electronic equipment only has to handle a fraction (20–30%)
of the total system power [4,5]. This means that the cost of
the power electronic equipment and the losses in the
equipment can be reduced in comparison to power electronic
equipment that has to handle the total system power as for a
direct-driven synchronous generator, apart from the cost
saving of using a smaller converter. [6] 
The rest of this paper is organized as follows: section 2
describes WT-DFIG model consist of turbine, drive train,
pitch controller, generator, converter controller models.
Section 3 explains the study system. The results of
simulation are presented in section 4. Conclusions are finally
made in section 5.
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2 WIND TURBINE WITH DFIG
For variable-speed systems with limited variable-speed
range, e.g. ±30% of synchronous speed, the DFIG can be a
cost-effective solution [7]. The DFIG converter consists of
two converters that are connected “back-to-back” as in
Figure 1; machine-side converter and grid-side converter.
Between the converters a dc-link capacitor is placed, as
energy storage to keep the dc-link voltage variations (or
ripple) small. With the machine-side converter it is possible
to control the torque or the speed of the DFIG and also the
power factor at the stator terminals, while the main objective
for the grid-side converter is to keep the dc-link voltage
constant. The speed–torque characteristics of the DFIG
system can be seen in Figure 2 [4]. As also seen in the figure,
the DFIG can operate both in motor and generator operation
with a rotor-speed range of ±Δωrmax around the synchronous
speed, ω1.
2.1 WT-DFIG Model Description
The complete model of a WT-DFIG is constructed from a
number of sub models, i.e. a) turbine, b) drive train, c) pitch
controller, d) wound-rotor induction generator, e) rotor-side
converters. The general structure of the model is in Fig. 1.a.
Figure 1. a) General structure of the DFIG, b) DFIG
sub-models interrelations.
A) Turbine model
One common way to control the active power of a wind
turbine is by regulating the cp value of the rotor turbine. In
the model, the cp value of the turbine rotor is approximated
using a non-linear function according to (2) [8].
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Where Cp is the power coefficient, β is the pitch angle, λ is
the tip speed ratio, ωwind is the wind speed, ωr is the rotor
speed, rr is the rotor-plane radius, ρ is the air density and Ar
is the area swept by the rotor.
Figure 2. Speed–torque characteristics of a DFIG.
B) Drive-train model
When investigating dynamic stability, it is important to
include the drive-train system of a wind turbine in the model.
Its model consists of two main masses; the turbine mass and
generator mass (Figure 3). These are connected to each other
via a shaft that has certain stiffness and damping constant
values. The equation of the turbine side is given as:
).(.2 gtStgSttt DKTdt
dH   (4)
 gtStgSggg DKTdtdH   ..2 (5)
 gtbasetgdtd   (6)
Where H is the inertia constant, T is torque and ω is angular
speed. Subscripts g and t indicate the generator and turbine
quantities, respectively. The shaft stiffness and damping
constant value are represented in KS and DS, ωbase s in the
base value of angular speed [9].
Figure 3. Drive- Train system of WT-DFIG.
C) Pitch controller model
According to Equation (2), the cp value can be reduced by
increasing the pitch angle β. However, the pitch angle is not
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able to reach the set point value immediately. Accordingly,
for a more realistic simulation, a rate limiter is implemented
in the pitch controller model. The pitch-angle controller
block diagram, shown in Figure 4, is employed to limit the
rotor speed. For this reason, the pitch-angle controller is
active only during high average wind speed [9].
Figure 4. Pitch controller diagram.
D) Generator model
The generator is basically a slip-ring induction machine,
which can be modeled according to [10] by the following
equations.
(7)
(8)
where u, i and ψ are vectors of voltage, current and flux
those are functions of time, and R is the resistance.
Subscripts s and r denote the stator and rotor quantities. The
speed of the rotor is denoted by ωr. The equations are given
in an arbitrary reference frame, which rotates at arbitrary
speed of ωa. The flux and current relations are given as
  rmsmsls iLiLL ..  (9)  smrmrlr iLiLL ..  (10)
where Lm is the mutual inductance and Lsl and Lrl are the stator
and rotor leakage inductances, respectively.
E) The rotor side converters controller model
The rotor side converter is modeled as a voltage source type.
For simplification, switching phenomena and dynamic
limitations in the converter are neglected by assuming that
switching frequency is infinite. The purpose of the controller
is to regulate the active and reactive power output
independently. To decouple these two parameters, generator
quantities are calculated using vector control in a
synchronous reference frame fixed to the stator flux. The
controller provides set-point values of the quadrature and
direct axis component of the rotor current (iqr and idr). The
active power is controlled as shown in Figure 5 [11].
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Figure 5. Active power control diagram.
A generic model of the voltage and reactive power control is
arranged in a cascaded mode as shown in Figure 6 [12].
Figure 6. Reactive power and voltage control diagram.
The DFIG can be operated to implement, either constant
reactive power control, or controlled terminal voltage. In this
paper, the first method is employed.
3 SYSTEM UNDER STUDY
The system studied is a 24kV radial distribution system
connected to the main utility grid via a short transmission
line as shown in Figure 7. It comprises three buses, i.e. the
wind-farm bus, load bus and grid bus. The wind-farm bus is
equipped with six 1.5 MW WT-DFIGs that are connected
via a 24 kV, 15km long, transmission line to the load bus.
The load and WT-DFIG data are taken from [9].
Figure 7. Single-line diagram of the study system.
4 SIMULATION
To investigate the impact of operating the WT-DFIG on the
power grid, two configurations are distinguished: i) grid
and load alone, and ii) grid, load and wind farm. The
important characteristics, such as voltage profile, load bus
PV characteristic, active power losses, and also transient
stability at no load, full load and different fault conditions
(three-phase symmetrical short circuit and one phase-
to-ground short circuit) are studied for connected and
unconnected wind-farm operation.
4.1 Steady State Voltage Profile
The steady-state voltage profile for two different conditions
are simulated, a) wind farm connected at wind speeds of 4
m/s , 8 m/s, 12 m/s (nominal generation), and 20 m/s, and
b) wind farm is not connected. Load-bus voltage at non
presence of wind-farm bus, is represented in (11) and (12).
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From equations (11) and (12):
  gridgridgridloadbus VQjPV  sinsincos **  (13)
With
c
grid
grid
c
grid
grid P
Q
Q
P
P
P  ** , where loadbusV is the load-
bus voltage,  is the wave length, gridgrid PQ , are the grid
reactive and active powers respectively, cP is the natural
power, gridV is the grid voltage and cZ is the natural
impedance. By considering equation (13), if *gridQ or
*
gridP
reduce, loadbusV will improve. Figure 8 shows the simulation
results.
Figure 8. Steady-state voltage profile for conditions (a) and
(b)
The wind-farm bus injects the active and reactive power to
the load bus and improves the load-bus voltage. By
increasing the wind speed, the Vloadbus improvement is
greater.
4.2 Voltage stability (PV characteristics)
By considering Figure 7, the following equations can be
obtained for the connected wind farm:
loadcloadgrid IjZVV  sincos  (14)
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Regarding equations (14) to (18), increasing the reception of
active and reactive powers from the grid, decreases the
voltage stability of the load bus. The PV characteristics are
shown at Figures 9 and 10. These curves are obtained at
different wind speeds for connected and unconnected
wind-farm operation. The results also show improvement of
load-voltage stability at the connected wind farm using
DFIGs.
Figure 9. PV curves for 12m/s wind speed under connected
and unconnected wind-farm conditions
Figure 10. PV characteristics for 4m/s wind speeds under
connected and unconnected wind-farm conditions
4.3 Line Active Power Losses
Active power loss in the transmission line can be calculated
by the equations (19) to (21).
2
_ 3 gridlinelineloss IZP  (19)
According to:
*
grid
V
jQp
I gridgridgrid

2
22
_ 3
grid
gridgrid
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V
QP
ZP
 (20)
Total active power losses under full-load and no-load
conditions at different wind speed (4, 8, 12, and 20m/s) are
calculated according to equation (21).
loadDFIGgridLossTotal PPPP  (21)
Where PTotal Loss is the total line power losses, Pgrid the grid
delivered power, PDFIG the wind-farm delivered power and
Pload the power consumed by the load. According to equation
(20), any reduction in Pgrid or Qgrid, reduces the power losses.
This reduction of Pgrid or Qgrid may be compensated by the
wind farm. Figure 11 gives simulation results.
As the results show, with full-load the active losses reduce
when the wind speed increases due to an increasing injected
power from the wind farm. In contrast, with no-load an
increasing wind speed raises the losses. The reason for this
is the lengthy power transmission lines between the wind
farm and grid. (see equation (20))
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Figure 11. Active power losses at full load and no-load
4.4 Transient Stability
For transient-stability evaluation a series of simulations are
performed considering different operating conditions. The
following scenarios are examined: i) applying a short-circuit
fault that is cleared after 200 ms, ii) connecting and
disconnecting load, iii) wind-turbine operation under the
fault condition, iv) wind turbines operation for the connected
load condition ,v) wind turbine operation with disconnection
from the wind-farm bus. At t = 5s, a temporary three-phase
short-circuit is placed on the load bus. After fault clearing,
the load is disconnected from the load bus. The load is
connected again at t = 6.2s. Simulation results are shown in
figures 12 and 13. During faults all the DFIG turbines have
zero outputs; but, after fault clearance, all of them
experience short-term motor behavior. This is due to energy
attraction by the turbines. For briefness, only two-turbine
behavior is presented in the figures. However, the system
becomes stable after a short time.
Figure 12. Three-phase fault on the load bus
WTs-DFIG operation during local load connection is also
investigated and results are shown at figure 14. This figure
consists of the wind-farm voltage, active and reactive power,
the rotor speeds of the two turbines, and their pitch angle
variations during this condition. The WT rotor speeds as a
transient stability indicator show a stable behavior. Finally,
figure 15 shows the result when one of the WT-DFIG is
disconnected from the wind farm.
Figure13. WTs-DFIG operation for three-phase fault
condition
Figure 14. WTs-DFIG operation for load-connected
condition
Figure 15. Turbine disconnection condition
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4.5 Harmonic Analysis
It is important to limit the levels of harmonic-current
injected into power systems by wind-farm power converters
to minimize the likelihood of any disturbance to the
operation and sizing of grid components and other
grid-connected equipment. It is advisable to aim for an
overall harmonic distortion level below that specified by
StdIEEE 519 [13], for example. This paper uses the total
harmonic distortion factor as a harmonic indicator. Current
harmonic distortion is produced by the DFIG converters.
The THD factor is defined according to equation (21), where
I1 is the fundamental component.
,....5,4,3,THD
1
2
2
i 

 N
I
I
N
n
n
(21)
The harmonic distortion of the current and the voltage arises
because of the switched-mode nature of the DFIG-rotor
power-converters. The simulation results in figure 16 show
that approximately 6.44% THD arises when the wind farm
with DFIG is connected, so filter installation is necessary. A
suitable filter is designed and installed and reduces THD to
approximately 1.44%. This shows that in the event of the
harmonic pollution of WT-DFIG exceeding recommended
levels, filter installation is necessary and effective.
Figure 16. Harmonic content of grid current with and
without filter with the presence of a DFIG
4 CONCLUSIONS
The research and simulation results have shown that the
WT-DFIG improves the voltage profile and the voltage
stability of the load bus. In addition, this impact is
confirmed at low wind speed 4m/s (low generation). During
faults all the DFIG turbines have zero outputs; but after fault
clearance all of them experience short-term motor behavior;
however the system remains stable after that. In general, the
connection of WT-DFIGs improve the stability of the system
and the load voltage. Wind power generation with DFIG
provides better performance for terminal-voltage recovery
after the load connects suddenly. The DFIG harmonic
problems were also analyzed and the undesirable effects of
the rotor-side converter on the system were presented. A
suitable filter was designed, analyzed and proposed for
reduction of system THD.
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